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51 Barton Arcade t +44 (0)161 834 1018

Deansgate f +44 (0)161 834 4798

Manchester e contact@mhaarchitects.com
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Pure Gym Ltd

Wellington Circle

Aberdeen

Fire Evacuation Plan

LM/GL June '17 1:100 @ A1

1PG01-950 2-600 -- F

GROUND FLOOR MEZZANINE FLOOR

GROUND FLOOR SHOWING REAR ESCAPE CORRIDOR

FIRE

EXIT

FIRE

EXIT

FIRE

EXIT

FIRE

EXIT

30 DENOTES OCCUPANCY LEVELS

DENOTES WALL TO ACHIEVE 60 MINUTE FIRE RATING

DENOTES AREA OF SPECIAL FIRE RISK: WALLS/FLOORS/CEILINGS AND DOORS TO ACHIEVE

MEDIUM RATING FIRE RESISTANCE

DENOTES PROTECTED AREAS: WALLS, FLOORS, CEILINGS AND DOORS TO ACHIEVE MEDIUM

RATING FIRE RESISTANCE.

KEY

DENOTES EXISTING PARTY WALL (MEDIUM RATING FIRE RESISTANCE)

DENOTES FINAL FIRE EXITS
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GAS AND ELECTRICAL PIPEWORK/CABLING

TO BE SEPARATED FROM ESCAPE CORRIDOR WITH

MINIMUM MEDIUM (60 MIN)

SEPARATION.

THE AREA TO THE REAR IS A GATED AND

FENCED SERVICE YARD AREA SHARED BY

ADJACENT UNITS.

FIRE

EXIT

FIRE

EXIT FIRE

EXIT

FIRE

EXIT

FIRE

EXIT

A 31.07.17 Amended in line with latest GA Plan. GR GL

Notes:

Any part of structural members passing through protected

areas to be fully fire protected and sealed on all sides with

minimum 30mm Gyproc Fire Line to achieve 120minutes fire

protection, fixed and installed in accordance with

manufacturers details

B 09.08.17 Notes Updated GL

Extract plan showing escape route from the rear exit through the service yard -

NB service yard outside the demise of this application; Existing emergency lighting to external areas to be

retained and adapted as necessary to ensure that there is full coverage over all external escape routes.

Panic Ironmongery

required to existing gate

C 10.08.17 Fire Evacuation Plan updated in line with CSQ comments. GL

D 18.08.17 Note updated to include external lighting GL

FIRE

EXIT

E 13.09.17 Amended in line with latest GA plan AP GL

F 31.10.17 Fire protection to the underside of the stair noted. GR GG

DENOTES U/S OF STAIR TO BE UNDERDRAWN WITH 2 LAYERS 12.5MM FIRE LINE TO ACHIEVE 60

MINUTES FIRE PROTECTION.


