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Escape Route Widths

In line with Sections 3.21 & 3.22 of 'Approved Document Part B, Volume

2 - buildings other than dwellinghouses' - the adjacent calculations

provide justification for the clear opening widths for escape from each

floor level/ room in accordance with Table 4 & Appendix C.

First Floor

Exit 1 Clear Opening Width = 1050mm (allows 220 persons to escape)

Exit 2 Clear Opening Width = 850mm (allows 110 persons to escape)

Exit 1 Largest opening and discounted.

Total Aggregate Width for Floor (Less Largest Opening Width of 1050mm

from Exit 2)  = 850mm

Ground Floor Total Estimated Occupancy Capacity = 110 Persons

Exit 2 provides a min. width of 850mm and would allow a max. No. of 110

persons to escape, which is sufficient for the total estimated occupancy

capacity of 110 Persons and is therefore thought to meet with the Approved

Document Part B.

Second Floor

Exit 3 Clear Opening Width = 1050mm (allows 220 persons to escape)

Exit 4 Clear Opening Width = 850mm (allows 110 persons to escape)

Exit 3 Largest opening and discounted.

Total Aggregate Width for Floor (Less Largest Opening Width of 1050mm

from Exit 2)  = 850mm

Ground Floor Total Estimated Occupancy Capacity = 110 Persons

Exit 4 provides a min. width of 850mm and would allow a max. No. of 110

persons to escape, which is sufficient for the total estimated occupancy

capacity of 110 Persons and is therefore thought to meet with the Approved

Document Part B.

Fire Evacuation Key

Occupany level within area

0

Protected areas: walls, floors, ceilings and doors to

achieve 30minute fire resistant construction.

Protected areas: walls, floors, ceilings and doors to

achieve 60 minute fire resistant construction.

Escape Route Protected/Shared

Existing wall to achieve min 60 minute fire

rating (suitability of wall to be confirmed on

site by Pure Gym Main Contractor

1050 min
Minimum Clear Widths

Escape Route Unprotected

30

Exit No.

New wall to achieve min of 60min fire rating

FD60 - Fire Door 60min Resistance.

1
0
7
°

Escape Direction Angle

Disabled

Refuge

Disabled Refuge Area - 900 x 1400mm

Ground Floor - Final Exit

Exit 1 and 3 share the same protected escape and final Exit 6 having a clear

width of at least 1050mm and have a combined escape capacity of 220

people.

Exit 2 and 4 share the same protected escape and final Exit 5 having a clear

width of at least 1050mm and have a combined escape capacity of 220

people.

1 2 3 4 5 6 7 8 9

Structural opening to

be widened to suit

new door. Lintel to

S.E. details.

New Location of gas meter above gas pipe,

Location to allow for suitable GRP meter

housing.

New door to have a target

clear width of 1090mm to allow

40mm factor of error. Door

furniture to consist only of push

plate and to be secured with

mag-lock.  New door to match

existing.

Approx location of

existing gas meter.

All measurements to

be checked on site

prior to demolition

and manufacture of

elements.

FIRE
EXIT

Ground Floor

Secondary

 Escape Stair

5

1050 min
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