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    D 20.10.15 PROPOSED LOBBY ENTRANCE AMENDED TO INCLUDE 1500MM

LANDING SPACE FOR WHEELCHAIR USERS FOLLOWING WARRANT

OFFICER'S REPORT.

LOBBY SPACE IN FEMALE CHANGE ADAPTED

CM GL

Emergency voice communication
point to be installed at the disabled
refuge.

    E 30.10.15 NOTE ADDED TO INDICATE EMERGENCY VOICE COMMUNICATION TO BE

INSTALLED AT THE DISABLED REFUGES   CM  GL

Emergency voice communication
point to be installed at the disabled
refuges.

    F 30.10.15 NOTE TO INDICATE EMERGENCY VOICE COMMUNICATION AMENDED   CM  GL

    G 24.03.16 INCOMING ELECTRICAL SERVICES ROOM ADDED ON GROUND FLOOR.

STAFF ROOM RE-LOCATED TO THIS LEVEL.  CM  GL

    H 30.03.16 CAVITY BARRIER REMOVED FROM DRAWING AT THIS LEVEL

FOLLOWING ADVICE FROM CSQ.  CM  GL

    I 13.04.16 DRAWING UPDATED IN LINE WITH REVISION J  CM  GL

    J 26.05.16 DRAWING UPDATED IN LINE WITH REVISION K  CM  GL
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REPORT CM GL

30

15

E      19.10.15

LOBBY SPACE IN FEMALE CHANGE ADAPTED

ACCESSIBLE W/C EXTENDED

SECOND PT CONVERTED INTO A STORE

ADDITIONAL SEAT ADDED TO ACCESSIBLE SHOWER

FEMALE CHANGE LAYOUT ADJUSTED TO ALLOW MORE SERVICE SPACE

NOTES ADDED FOLLOWING WARRANT OFFICER'S REPORT 

  CM HM

    F 30.10.15 NOTE ADDED TO INDICATE EMERGENCY VOICE COMMUNICATION TO BE

INSTALLED AT THE DISABLED REFUGES   CM  GL

Emergency voice communication
point to be installed at the disabled
refuge.

Emergency voice communication
point to be installed at the disabled
refuges.

Emergency voice communication
point to be installed at the disabled
refuges.

Emergency voice communication
point to be installed at the disabled
refuge.

    G 30.10.15 NOTE TO INDICATE EMERGENCY VOICE COMMUNICATION AMENDED        CM   GL

    H 22.02.16 PRIVACY SCREEN ADDED TO STUDIO FOLLOWING NOTE FROM PG.           CM   GL

    I 24.03.16 SPIN AREA REDUCED IN LINE WITH PG SPECIFICATION. STAFF ROOM

RE-LOCATED TO THIS LEVEL; ADDITIONAL CLEANERS STORE AND

WATER FONT ADDED. OCCUPANCY UPDATED.     CM   GL

3

    J 30.03.16  NOTE FOR CEILING TO BE 1HR FIRE RATED REMOVED

FOLLOWING ADVICE FROM CSQ.  CM   GL

    K 13.04.16  DRAWING UPDATED IN LINE WITH 2-200J AND 2-201F  CM   GL

Denotes wall to achieve 60 min fire rating.

    L 25.05.16 DRAWING UPDATED FOLLOWING WARRANT OFFICERS REPORT.PLANT

ROOM WALL AMENDED TO PROVIDE 60 MIN FIRE RATING.  CM   GL


